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Figure 225-6.  Section 225-11 references Sections 230-52 

(Individual Conductors Entering Buildings or Other 

Structures) and 230-54 (Connections at Service Head),  

Section 225-18 covers the requirements for clearances from 

ground (not over 600 V) and Section 225-19 covers the 

requirements for clearances from buildings (not over 600V).  

See Section 230-9(A) for clearances from windows, doors, 

fire escapes, etc.  


